24’ CONC. PIPE OR METER BOX
WITH 3/8” STEEL DIAMOND
PLATE COVER, FOG-TITE
METER SEAL CO. NO. 2

2 AIR/VACCUM RELEASE
VALVE, “APCO" OR “GRISPIN”
MODELS ONLY

4 PVC - DRAIN TO CB

2" BRASS ELL
>-2” CURB STOP

2’ BRASS NIPPLE
WASHED DRAIN ROCK

\ 2“ COPPER

(1> H14258 ANGLE METER WITH COMPRESSION
INLET OR STD CURB STOP

NOTE

IF THE ARV ASEMBLY IS LOCATED WHERE GROUND WATER
WILL INTERFERE WITH THE AIR DISCHARGE PIPE, A STAND
PIPE MUST BE INSTALLED ABOVE GROUND WITH A STRAINER
OR A PIPE INSTALLED FROM THE METER BOX TO A CATCH

BASIN.

REVISIONS STANDARD DETAIL
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